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MANHOLE FRAME AND COVER PER DETAIL W27 SECTION

2. THE BOTTOM OF THE MANHOLE FRAME SHALL
NOT BE MORE THAN 12" ABOVE
THE TOP OF THE MANHOLE STRUCTURE.

3. PRECAST CONCENTRIC CONE RISERS
MAY BE USED WHERE REQUIRED FOR
DEPTH.

4. THE MANHOLE FRAME AND COVER MUST BE
CENTERED OVER THE VALVE.

5. POLYPROPYLENE MANHOLE STEPS

SHALL BE PROVIDED AT 12” O.C. FOR
MANHOLES GREATER THAN 4 FEET

DEEP. ‘
6. THE AIR RELIEF VALVE SHALL BE SIZED IN

ACCORDANCE WITH THE DESIGN

REQUIREMENTS
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